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Are steel columns/braces that are enclosed within a 1-hour rated wall 
assembly required to be fire-proofed with intumescent paint or 
cementitious fireproofing? 
 
Yes. Structural members within a fire resistive wall must be provided with 
individual fire resistive protection. The Handbook to the Uniform Building Code, 
Figure 704-1 provides a detailed example.   
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